Executive Summary

During the course of the inspection at the Lillis Adminstration
Building, one (1) material type was sampled and analyzed for asbestos
content. The sample represented material that was previously assumed
to be ACBM and was sampled to determine the actual asbestos content
of the material.

The only samples taken in the Lillis Administration Building were of
9" x 9" floor tile. The results indicated 2% chrysotile asbestos in
the tile.

No additional ACBM was identified.

During the course of the three-year reinspection, there were no areas
assessed differently from the original inspection.

There are not immediate abatement activies recchimended for this
building. L

EPA CERTIFICATION REQUIREMENTS

The certificates of the individuals involved in conducting the

inspections and preparing the management plan update are appended to
this document. ﬁf?/&$,. '
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REINSPECTION FINDINGS FOR ACBM
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